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Demonteeritav sidekaev nr 16324

Dismantle communication manhole no 16324

4 koos Kaablite ja kaablivaruga

PR-9, KKS-4 with cables and reserve

 OPTO D100 16kN/m²; L=71m

; L=71m

Kaablite ja kaablivaruga

 cables and reserve
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Projekteeritud  PVC OPTO D100 16kN/m²; L=4m
Designed PVC OPTO D100 16kN/m²; L=4m

Ol.olev sidekaev  KLNT-3123 (K22)
Exst. manhole KLNT-3123 (K22)

Projekteeritud  PVC OPTO D110  30kN/m²; L=121m
Designed PVC OPTO D110  30kN/m²; L=121m

Puurimise lõpukaevikDrilling trench (End)

Puurimise stardikaevik
Drilling trench (Start)

Puurimise lõpukaevik
Drilling trench (End)

Puurimise stardikaevik
Drilling trench (Start)

Puurimise stardi-/lõpukaevikDrilling trench (Start/End)

Ristumine AS Elveso kanalisatsiooni- ja veetorustikuga,

ÜVK kaevamistööd teostada lahtisel meetodil /
Intersection with AS Elveso sewage and water pipeline,
excavation works to be conducted manually

Demonteeritav sidekaev nr 16325
Dismantle communication manhole no 16325

Demonteeritav sidekaev nr 16325A
Dismantle communication manhole no 16325A

Demonteeritav sidekaev nr 16326
Dismantle communication manhole no 16326

Demonteeritav sidekaev nr 16327
Dismantle communication manhole no 16327

Demonteeritav sidekaev nr 16095
Dismantle communication manhole no 16095

Demonteeritav sidekaev KLNT-3124 / (K-21)
Dismantle communication manhole KLNT-3124 / (K-21)

Maha jäetav kaitsetoru, otsad katta korkidega.
To be left behind protective pipe, cover the ends with caps.

Kaitsetoru demonteerida või katta otsad korkidega.
Demonteeritav sidetrass L=40m
Dismantle the protective pipe or cover the ends with caps.
Dismantle communication line L=40m

Demonteeritav sidetrass kogupikkusega L=536m
Dismantle communication line with overall length L=536m

Demonteeritav sidetrass kogupikkusega L=18m
Dismantle communication line with overall length L=18m

Demonteeritav sidetrass kogupikkusega L=594m
Dismantle communication line with overall length L=594m

Kinnisel meetodil, trassi min. sügavus ristumistel:
 RB = 4,5m rööbasteest
Drilling, minimal depth crossing railway:
 RB = 4,5m from rail track

Kinnisel meetodil, trassi min.
sügavus ristumisel sõiduteega = 2,2m
Drilling, minimal depth = 2,2m
 crossing roadway

Kinnisel meetodil, trassi min.
sügavus ristumisel sõiduteega = 2,2m
Drilling, minimal depth = 2,2m
 crossing roadway

Kinnisel meetodil, trassi min. sügavus ristumistel:
 EVR = 3,0m rööbasteest
Drilling, minimal depth crossing railway:
 EVR = 3,0m from rail track

Ristumine gaasitrassiga,
Crossing with underground gas line

Lahtine kaeve, sügavus 2,2m/1,5m (vt. pikiprofiil)Open trench, depth 2,2m/1,5m (see longitudinal profile) from ground level

Ristumistel teiste kommunikatsioonidega tuvastada
asukohad/sügavused mõõdistuse või surfimise teel
ja tagada nõutavad vahekaugused,
Intersections with other pipelines - identify
positions/depths by surveying or surfing
and ensure the required clearances

Projekteeritud r/b sidekaev PR-18, KKS-3 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-18, KKS-3 with cables and reserve

Projekteeritud  3xPVC OPTO D100 16kN/m²
Designed   3x

Projekteeritud r/b sidekaev PR-17, KKS-3 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-17, KKS-3 with cables and reserve

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=69m
Designed   3xPVC OPTO D100 16kN/m²; L=69m

Projekteeritud r/b sidekaev PR-16 KKS-4 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-16, KKS-4 with cables and reserve

Projekteeritud  6xPVC OPTO D100 16kN/m²; L=65m
Designed   6xPVC OPTO D100 16kN/m²; L=65m

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=24m

Designed   3xPVC OPTO D100 16kN/m²; L=24m

Projekteeritud r/b sidekaev PR-15, KKS-3 koos Kaablite ja kaablivarugaDesigned concrete manhole PR-15, KKS-3 with cables and reserve

Projekteeritud  6xPVC OPTO D100 16kN/m²; L=68mDesigned   6xPVC OPTO D100 16kN/m²; L=68m

Projekteeritud r/b sidekaev PR-14, KKS-4 koos Kaablite ja kaablivarugaDesigned concrete manhole PR-14, KKS-4 with cables and reserve

Projekteeritud  6xPVC OPTO D100 16kN/m²; L=87mDesigned   6xPVC OPTO D100 16kN/m²; L=87m
Projekteeritud r/b sidekaev PR-13, KKS-4

koos Kaablite ja kaablivaruga
Designed concrete manhole PR-13, KKS-4

with cables and reserve

Projekteeritud  6xPVC OPTO D110 1250N; L=37m
Designed   6xPVC OPTO D110 1250N; L=37m

Ol.olev sidekaev KLNT-2219Exsist. manhole KLNT-2219

Projekteeritud r/b sidekaev PR-12, KKS-4 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-12, KKS-4 with cables and reserve

Projekteeritud  6xPVC OPTO D100 16kN/m²; L=96m
Designed   6xPVC OPTO D100 16kN/m²; L=96mProjekteeritud r/b sidekaev PR-11, KKS-3 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-11, KKS-3 with cables and reserve

Projekteeritud  6xPVC OPTO D100 16kN/m²; L=105m
Designed   6xPVC OPTO D100 16kN/m²; L=105m

Projekteeritud r/b sidekaev PR-10, KKS-3 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-10, KKS-3 with cables and reserve

Projekteeritud  6xPVC OPTO D100 16kN/m²; L=105m
Designed   6xPVC OPTO D100 16kN/m²; L=105m

Tagada nõutavad  vahemaad ristumisel uute

ÜVK trassidega
Ensure the required distances when crossing
with new water and sewage lines

Ristumine projekteeritud elektritrassiga,
Crossing with designed underground electicity line

Ristumine planeeritava KP 10kV kaabliga
Crossing designed underground  High Voltage 10kV cable line

Ristumine planeeritava sidetrassiga,
Crossing designed underground communication line

Ristumine EVR sidetrassiga
Crossing with underground communication lines (Railroad)

Tagada nõutavad  vahemaad ristumisel projekteeritud gaasitrassiga

Ensure the required distance when crossing with new gas line

Tagada nõutavad  vahemaad ristumisel ÜVK
trassidega
Ensure the required distances when crossing
with water and sewage lines Lahtine kaeve, sügavus 2,2m/1,5m (vt. pikiprofiil)Open trench, depth 2,2m/1,5m (see longitudinal profile) from ground level

Lahtine kaeve, sügavus 2,2m/1,5m (vt. pikiprofiil)
Open trench, depth 2,2m/1,5m (see longitudinal profile) from ground level

Lahtine kaeve, sügavus 1,0m

Open trench, depth 1,0m from ground level

Ristumine sidetrassiga,
Crossing with communication line

Ristumine AS Elveso kanalisatsiooni- ja veetorustikuga,
sügavuste vahe rohkem kui 3m /
Intersection with AS Elveso sewage and water pipeline,
depth difference is more of 3m.

Ristumistel teiste kommunikatsioonidega tuvastada
asukohad/sügavused mõõdistuse või surfimise teel
ja tagada nõutavad vahekaugused,
Intersections with other pipelines - identify
positions/depths by surveying or surfing
and ensure the required clearances

FO kaabel F68S13L08 katkestada ja viia uude jätku kaevus PR-14, L=55m

FO cable F68S13L08 cut, relocate into the splice closure in manhole PR-14, L=55m

Vasksidekaabel viia teega ristuvast kaitsetorust välja

koos FO kaabliga uude sidekaevu PR-14
The copper communication cable should be brought out of the protective

pipe together with the FO cable into the new PR-14 manhole

Demonteeritav sidetrass kogupikkusega L=536m
Dismantle communication line with overall length L=536m

Lahtine kaeve, sügavus 1,0m

Open trench, depth 1,0m from ground level

Lahtine kaeve, sügavus 1,0m

Open trench, depth 1,0m from ground level
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Ristumine gaasitrassiga,
Crossing with underground gas line

Lahtine kaeve, sügavus 1,0m

Open trench, depth 1,0m from ground level

2x
32mm+FO

Sidetrass / Comm.pipeline

6x 100/110

4x12/10+2xFO

Maha jäetav kaitsetoru, otsad katta korkidega.

To be left behind protective pipe, cover the ends with caps.

Maha jäetav kaitsetoru, otsad katta korkidega.
To be left behind protective pipe, cover the ends with caps.

5,21

5,05

Ristumine veetorustikuga /Intersection with water pipeline

System reserve for mainline BS / turnout area

System reserve for mainline BS / turnout area

Rail Baltic main line, section DS2-DPS1(RW400), designed by IDOM

Perspektiivne laoplatsi ala /

Optional open storage area

System reserve for turnout area 5x35m

System reserve for mainline BS / turnout area 1418sqm
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III väärtusklassi haljastuslik objekt

Lühendid:
As - harilik astelpaju (Hippophae rhamnoides)
Hb - harilik haab ( Populus tremula)
Kn - kontpuu (Cornus)
KsA - arukask (Betula pendula)
Lv - hall lepp (Alnus incana)
Pi - harilik pihlakas (Sorbus aucuparia)
PpP - palsami pappel (Populus balsamifera)
Re - raagremmelgas ( Salix caprea)
ReH - hõberemmelgas (Salix alba)

II väärtusklassi haljastuslik objekt

Hinnatud puistu/ nr ; liigiline koosseisP26
Lv+KsA+Re

313 Hinnatud puu nr

 FORMAAT /
 PAPER SIZE

 DRAWING STATUS

 MÕÕTKAVA / SCALE

MUUDATUS /
REVISION

 JOONISE NIMETUS / DRAWING TITLE

 LEHE NUMBER / SHEET NUMBER:

 MUUDATUSED / REVISIONS
Nr/No Kuupäev/Date Kirjeldus / Description

Koostaja /
Originator

Kontrollija /
Checker

Kinnitaja /
Approver

 KUUPÄEV / DATE

ALALÕIGU ID
SUB-SECTION ID

LÕIGU ID
SECTION ID

PROJEKTI ID
PROJECT ID

OSA/SÜSTEEM
VOLUME/SYSTEM

TSOON/
ZONE

ASUKOHT
LOCATION

RBR KOOD
RBR CODE

ERIOSA / DISCIPLINE CODE

KOHALIK KOOD
LOCAL CODE

STAADIUM
PROJECT STAGE

PROJEKTI KOOD / PROJECT CODE

 LEHE PEALKIRI / SHEET NAME:

 TELLIJA / CLIENT  PEATÖÖVÕTJA /
 MAIN CONTRACTOR

 ALLTÖÖVÕTJA / SUB-CONTRACTOR

NIMI / NAME KUUPÄEV/DATEALLKIRI/SIGNATURE

 KINNITAJA / APPROVER
 PROJECT MANAGER

 KOOSTAJA / ORIGINATOR

 DESIGN MANAGER

 AllSpark OÜ
 Suur-Sõjamäe 50a
 11414 Tallinn, Estonia
 Reg.no. 12989482

Co-financed by the Connecting Facility of the European Union
Kaasrahastab Euroopa Liit Euroopa ühendamise rahastu

ASUKOHT / LOCATION

 KOOSTAJA / ORIGINATOR
 KOOSTAJA / ORIGINATOR
 KOOSTAJA / ORIGINATOR

 TREV-2 Grupp AS
 Teemeistri 2
 10916 Tallinn, Estonia
 Reg.no. 10047362

 Rail Baltic Estonia OÜ
 Veskiposti 2/1
 10138 Tallinn, Estonia
 Reg.no. 12734109

 PROJEKT / PROJECT Ülemiste-Soodevahe raudtee alusehitus / 
Ülemiste-Soodevahe railway substructure

 ARHIIVI NR / ARCHIVE NO.

RAIL BALTICA HARJUMAA PÕHITRASSI
RAUDTEETARISTU I ETAPI EHITUSTÖÖD /

RAIL BALTICA MAIN RAILWAY
INFRASTRUCTURE WORKS, HARJU COUNTY,

PHASE I

LEPING Nr / CONTRACT NO. 2024-K003
PROJEKTI Nr / PROJECT NO RBDTD-EE-DS2-DPS1_RW0401

05.11.2025 1:500 A2+++

TP/DTD

T.Land 05.11.2025

A.Järvemets 05.11.2025
E.Kimber 05.11.2025
V.Randoja 05.11.2025

RBDTD-EE DS2 DPS1 OU0440 ZZ ZZZZ LV EN TP/DTD

RBDTD-EE-DS2-DPS1_ALL_OU0440-ZZ_ZZZZ_D2_LV-EN_DTD_000002

1
002

001 23.08.2024 Edited considering RBE's comments V.Randoja A.JärvemetsV.Randoja

001 15.10.2024 Edited considering Tallinna Vesi, Elveso, TRAM, Gaasivõrk,
Boftel comments V.Randoja A.JärvemetsV.Randoja

Edited considering EVR, TRAM and RB comments V.Randoja A.JärvemetsV.Randoja002 03.06.2025

J.Ojangu

V.Randoja
K.-E.Mäemurd

05.11.2025
05.11.2025
05.11.2025

OU0440 SIDEVARUSTUSE ASENDIPLAAN /
OU0440 TELECOMMUNICATION LAYOUT PLAN

RBDTD-EE-DS2-DPS1_ALL_OU0440-ZZ_ZZZZ_D2_LV-EN_DTD_000002_ComPlan.dwg

TINGMÄRGID / LEGEND: Sidevarustus / Low-current system
Projekteeritud sidekaablikanalisatsioon
Designed Telecom pipeline

Olemasolev sidetrass
Existing Telecommunication line

Projekteeritud sidekaabli kanalisatsioon 1x100/110mm
Designed telecom pipeline 1x100/110mm

Projekteeritud sidekaabli kanalisatsioon 2x100/110mm
Designed telecom pipeline 2x100/110mm

Projekteeritud sidekaabli kanalisatsioon 3x100/110mm
Designed telecom pipeline 3x100/110mm

Projekteeritud sidekaabli kanalisatsioon 6x100/110mm
Designed telecom pipeline 6x100/110mm

Projekteeritud tehnovõrgu paigaldamine kinnisel meetodil
Designed utility network installation by trenchless methods

Projekteeritud kinnise meetodi stardi ja vastuvõtu kaevik
Designed pipeline drilling trench (start, end)

Projekteeritud pinnase/haljastuse taastamine
Designed landscape restoration

Projekteeritud asfaldi taastamine
Designed asphalt restoration

Projekteeritud side mikrotoru 4x12/10mm
Designed telecom microtube 4x12/10mm

Projekteeritud kaablikaitse toru 25mm / 32mm
Designed FO cable protection pipe 25mm / 32mm

Projekteeritud raudbetoon sidekaev KKS-3
Designed telecom concrete manhole KKS-3

Projekteeritud raudbetoon sidekaev KKS-4
Designed telecom concrete manhole KKS-4

Projekteeritud side FO kaabel 6f SM
Designed telecom FO cable 6f SM

Projekteeritud side FO kaabel 24f SM
Designed telecom FO cable 24f SM

Projekteeritud side FO kaabel 48f SM
Designed telecom FO cable 48f SM

Projekteeritud side FO kaabel 96f SM
Designed telecom FO cable 96f SM

Demonteeritav tehnovõrk
Dismantle utility network

Maha jäetav tehnovõrk
Utility network to be abandoned later

Demonteeritav tehnorajatis või -kaev
Dismantle technical facility or manhole

FO kaablijätk sidekaevus
FO cable Splice enclosure in manhole

Kaablivaru sidekaevus
FO cables spare in manhole
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25mm 25mm

32mm 32mm
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Projekteeritud  PVC OPTO D110  30kN/m²; L=121m

Designed PVC OPTO D110  30kN/m²; L=121m

Puurimise lõpukaevik

Puurimise stardi-/lõpukaevikDrilling trench (Start/End)

Puurimise stardi-/lõpukaevik

Drilling trench (Start/End)

Puurimise stardi-/lõpukaevik

Drilling trench (Start/End) Ristumine AS Elveso kanalisatsiooni- ja veetorustikuga,
ÜVK kaevamistööd teostada lahtisel meetodil /
Intersection with AS Elveso sewage and water pipeline,
excavation works to be conducted manually

Demonteeritav sidekaev KLNT-3124 / (K-21)

Dismantle communication manhole KLNT-3124 / (K-21)

Maha jäetav kaitsetoru, otsad katta korkidega.

To be left behind protective pipe, cover the ends with caps.

Demonteeritav sidetrass kogupikkusega L=594m

Dismantle communication line with overall length L=594m

Sügavus 1m truubi põhjastcrossing culvert min. depth 1m from the bottom

Sügavus 1m truubi põhjastcrossing culvert min. depth 1m from the bottom

Sügavus 1m truubi põhjastcrossing culvert min. depth 1m from the bottom
Sügavus min. 1m truubi põhjast

Crossing culvert min. depth 1m from the bottom

Lahtine kaeve, sügavus 1,5mOpen trench, depth 1,5m from ground level

Lahtine kaeve, sügavus 1,5mOpen trench, depth 1,5m from ground levelLahtine kaeve, sügavus 2,2m/1,5m (vt. pikiprofiil)

Open trench, depth 2,2m/1,5m (see longitudinal profile) from ground level

Lahtine kaeve, sügavus 2,2m/1,5m (vt. pikiprofiil)
Open trench, depth 2,2m/1,5m (see longitudinal profile) from ground level

Projekteeritud r/b sidekaev PR-24, KKS-3 koos Kaablite ja kaablivaruga
Designed concrete manhole PR-24, KKS-3 with cables and reserve

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=98m
Designed   3xPVC OPTO D100 16kN/m²; L=98m

Projekteeritud r/b sidekaev PR-25, Designed concrete manhole 

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=96m
Designed   3xPVC OPTO D100 16kN/m²; L=96m

Projekteeritud r/b sidekaev PR-23, KKS-3 koos Kaablite ja kaablivaruga
Designed concrete manhole PR-23, KKS-3 with cables and reserve

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=100m
Designed   3xPVC OPTO D100 16kN/m²; L=100m

Projekteeritud r/b sidekaev PR-22, KKS-3 koos Kaablite ja kaablivaruga
Designed concrete manhole PR-22, KKS-3 with cables and reserve

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=70m
Designed   3xPVC OPTO D100 16kN/m²; L=70m

Projekteeritud r/b sidekaev PR-21, KKS-3 koos Kaablite ja kaablivaruga
Designed concrete manhole PR-21, KKS-3 with cables and reserve

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=82m
Designed   3xPVC OPTO D100 16kN/m²; L=82m

Projekteeritud r/b sidekaev PR-20, KKS-3 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-20, KKS-3 with cables and reserve

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=62m

Designed   3xPVC OPTO D100 16kN/m²; L=62m

Projekteeritud r/b sidekaev PR-19, KKS-3 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-19, KKS-3 with cables and reserve

Projekteeritud r/b sidekaev PR-18, KKS-3 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-18, KKS-3 with cables and reserve

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=70m

Designed   3xPVC OPTO D100 16kN/m²; L=70m

Projekteeritud r/b sidekaev PR-17, KKS-3 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-17, KKS-3 with cables and reserve

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=69m

Designed   3xPVC OPTO D100 16kN/m²; L=69m

Projekteeritud r/b sidekaev PR-16 KKS-4 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-16, KKS-4 with cables and reserve

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=24m

Designed   3xPVC OPTO D100 16kN/m²; L=24m

Projekteeritud  3xPVC OPTO D110 1250N; L=61m

Designed   3xPVC OPTO D110 1250N; L=61m

Crossing designed underground communication line

Lahtine kaeve, sügavus 1,5m
Open trench, depth 1,5m from ground level

Lahtine kaeve, sügavus 2,2m/1,5m (vt. pikiprofiil)

Open trench, depth 2,2m/1,5m (see longitudinal profile) from ground level

Lahtine kaeve, sügavus 2,2m/1,5m (vt. pikiprofiil)

Open trench, depth 2,2m/1,5m (see longitudinal profile) from ground level

Ristumine sidetrassiga,

Crossing with communication line

Puurimise kaare raadius R=265m

Drilling curve radius R=265m
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Ristumine gaasitrassiga,

Crossing with underground gas line

Maha jäetav kaitsetoru, otsad katta korkidega.

To be left behind protective pipe, cover the ends with caps.

Maha jäetav kaitsetoru, otsad katta korkidega.
To be left behind protective pipe, cover the ends with caps.
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III väärtusklassi haljastuslik objekt

Lühendid:
As - harilik astelpaju (Hippophae rhamnoides)
Hb - harilik haab ( Populus tremula)
Kn - kontpuu (Cornus)
KsA - arukask (Betula pendula)
Lv - hall lepp (Alnus incana)
Pi - harilik pihlakas (Sorbus aucuparia)
PpP - palsami pappel (Populus balsamifera)
Re - raagremmelgas ( Salix caprea)
ReH - hõberemmelgas (Salix alba)

II väärtusklassi haljastuslik objekt
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KKS-3PR-23

KKS-3PR-24

KKS-3PR-25

KKS-3PR-28

KKS-3PR-27

KKS-3PR-26

PK 4+800 -
PK 5+500

PK 3+340 -
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Mahtude jagamise piir OU0440 /

BOQ sharing limit OU0440
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Vajadusel Radisti tee 1 keevisvõrk piirdeaia ajutine demontaaž ja taastamine, L=28m

Temporary dismantling and restoration of the welded mesh fence Radisti tee 1, L=28m

Puurimise lõpukaevik
Drilling trench (End)

Puurimise stardikaevik
Drilling trench (Start)

Puurimise stardi-/lõpukaevik
Drilling trench (Start/End)

Puurimise stardi-/lõpukaevik
Drilling trench (Start/End)

Demonteeritav sidetrass kogupikkusega L=43m

Dismantle communication line with overall length L=43m

Demonteerida side jaotuskapp
LAG155 koos (vask)kaablitega

Dismantle communication switch

cabinet LAG155 with (copper)cables

Kinnisel meetodil, trassi min. sügavus ristumistel:

  RB = 4,5m rööbasteest
Drilling, minimal depth crossing railway:

  RB = 4,5m from rail track

Kinnisel meetodil, trassi min. sügavus ristumistel:

 EVR = 3,0m rööbasteest
Drilling, minimal depth crossing railway:

 EVR = 3,0m from rail track

Kinnisel meetodil, trassi min.
sügavus ristumisel sõiduteega = 2,2m

Drilling, minimal depth = 2,2m
 crossing roadway

Trassi min. sügavus ristumisel sõiduteega = 2,5m

Minimal depth = 2,5m  crossing roadway

Ristumine EVR sidetrassiga
Crossing with underground communication lines (Railroad)

Ristumine sidetrassiga,
Crossing with communication line

Sügavus 1m truubi põhjast
crossing culvert min. depth 1m from the bottom

Sügavus 1m truubi põhjast
crossing culvert min. depth 1m from the bottom

Ristumine planeeritava KP 10kV kaabliga

Crossing designed underground  High Voltage 10kV cable line

Ristumine planeeritava sidetrassiga,

Crossing designed underground communication line

Ristumine gaasitrassiga,
Crossing with underground gas line

Kulgemine koos olemasoleva sidetrassiga,

Adjoin with existing communication line

Ristumine elektritrassiga,
Crossing with underground electric line

Võimalik ristumine sidetrassiga,

Possible crossing with communication line

Ristumine gaasitrassiga,
Crossing with underground gas line

Lahtine kaeve, sügavus 1,5m
Open trench, depth 1,5m from ground level

Lahtine kaeve, sügavus 1,5m
Open trench, depth 1,5m from ground level

Projekteeritud r/b sidekaev PR-27, KKS-2 koos FO sidekaablite, muhvide ja kaablivaruga.

Designed concrete manhole PR-27, KKS-2 with FO cables, joints and reserve.

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=86m

Designed  3xPVC OPTO D100 16kN/m²; L=86m

Projekteeritud r/b sidekaev PR-24, KKS-3 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-24, KKS-3 with cables and reserve

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=98m

Designed   3xPVC OPTO D100 16kN/m²; L=98m

Projekteeritud r/b sidekaev PR-26, KKS-3 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-26, KKS-3 with cables and reserve

Projekteeritud  2xPVC (kaitsetoru + reserv) OPTO D110 30kN/m²; L=106m

Designed   2xPVC (protection pipe + reserve) OPTO D110 30kN/m²; L=106m

Projekteeritud r/b sidekaev PR-25, KKS-3 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-25, KKS-3 with cables and reserve

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=96m

Designed   3xPVC OPTO D100 16kN/m²; L=96m

 OPTO D100 16kN/m²; L=100m

 OPTO D100 16kN/m²; L=100m

Projekteeritud  3xPVC OPTO D110 1250N; L=97m

Designed  3xPVC OPTO D110 1250N; L=97m

Projekteeritud  3xPVC OPTO D100 16kN/m²; L=3,6m

Designed   3xPVC OPTO D100 16kN/m²; L=3,6m

Projekteeritud  2xPVC OPTO
D100 16kN/m²; L=1m

Designed   2xPVC OPTO
D100 16kN/m²; L=1m

Projekteeritud r/b sidekaev PR-28, KKS-3 koos Kaablite ja kaablivaruga

Designed concrete manhole PR-28, KKS-3 with cables and reserve

Ristumine projekteeritud elektritrassiga,

Crossing with designed underground electicity line

Ristumine elektritrassiga,
Crossing with underground electric line

Lahtine kaeve, sügavus 1,5m
Open trench, depth 1,5m from ground level

Trassi sügavus 2,5m
Pipeline depth = 2,5m

Trassi min. sügavus 2,5m
Pipeline depth min. = 2,5m

Ristumine AS Elveso kanalisatsiooni- ja veetorustikuga,

ÜVK kaevamistööd teostada lahtisel meetodil /

Intersection with AS Elveso sewage and water pipeline,

excavation works to be conducted manually

Ristumine gaasitrassiga,
Crossing with underground gas line
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Kasutada 100mm 45-kraadi käänikuid,

Use a 100mm 45-degree bends

Maha jäetav kaitsetoru, otsad katta korkidega.

To be left behind protective pipe, cover the ends with caps.

Maha jäetav kaitsetoru, otsad katta korkidega.

To be left behind protective pipe, cover the ends with caps.

1 2 3 4 5 6 7 8 9 10 11
D

O
 N

O
T 

SC
AL

E 
FR

O
M

 T
H

IS
 D

R
AW

IN
G

B

A

C

D

E

F

G

H

J

B

A

C

D

E

F

G

H

J

1 2 3 4 5 6 7 8 9 10

12 13 14 15 16 17 18 19

11 12 13 14 15 16 17 18 19

1

2

Lehe paigutus / Layout:

3

Tingmärgid

III väärtusklassi haljastuslik objekt

Lühendid:
As - harilik astelpaju (Hippophae rhamnoides)
Hb - harilik haab ( Populus tremula)
Kn - kontpuu (Cornus)
KsA - arukask (Betula pendula)
Lv - hall lepp (Alnus incana)
Pi - harilik pihlakas (Sorbus aucuparia)
PpP - palsami pappel (Populus balsamifera)
Re - raagremmelgas ( Salix caprea)
ReH - hõberemmelgas (Salix alba)
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